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HEB

SPECIAL PROVISIONS:

All non—galvanized stee/ shall be painted wtih
two coats of primer and one coay of
aluminum paint or equivalent (i.e. cold—tar).

——— -~

ELEVATION

OPERATION AND MAINTENANCE:

To prevent water hammer damage, fill pipeline slowly by

throttling with gate valve.

Open and close valves slowly.

HP = H.P. motor required
IN = inch diameter pump
MODEL = Mode/

NPH = Net Positive Suction
Head

S = inch suction pijpe diameter

O = inch outlet pjpe diameter

\\ discharge
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PUMP DETAIL

This drawing requires supporting technical documentation
prior to use and must be adapted to the specific site.

Drawing not to scale.
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